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RISERS. REMOVE FLOOR DRAIN REQUIREMENTS.
AND PROVIDE FLOOR SINK,
5 CORE BORE FLOOR AND C. CUT ALL WALLS, FLOORS, AND CEILINGS AS REQUIRED
- 5 EXTEND TO EXISTING FOR NEW WORK. PATCH ALL DISTURBED SURFACES
SANITARY SEWER. TO MATCH EXISTING.
CONNECT POWER D. FINISH AND PAINT ALL NEW AND EXISTING SURFACES
_ ~TO CART WASH 7 '
L PROVIDE SUPPLY, E. PROVIDE A 2HR CONSTRUCTION BARRIER AROUND THE
| AR TO SPACE WORK AREA
PROVIDE SPRINKLER . .
DISCONNECT SWITC PROTECTION —__ (] L 10 VENT - WELDED F. CONSTRUCT A CHASE DOWN TO THE SUB-BASEMENT
POWER TO LI © / ovi 10 STAINLESS TERMINATE WITH TO HOUSE UTILITIES UP TO THE CART WASH UNIT.
EXISTING DOORS / | 4 DI | @ STAINLESS STEEL
AND EXTEND TO , . AL D EXHAUST FAN. G. REMOVE ALL ABANDONED SUPPLY LINES (WATER,
NEW LOCATION ! - @T = l = ELECTRIC, STEAM, SEWER, ETC) BACK TO MAINS AND
N\ e o\ CAP. DO NOT LEAVE ANY "DEAD LEGS” ON ANY
8 STM =5 G \ ANy UTILITY.
2 COND : | 3/4" VENT = SCH 40 EXTEND VENT THRU
—_ @\T = g A 5 \ BLACK STEEL T L AND H. VERIFY CAPACITY OF ALL EXISTING UTILITIES TO
) i 4 ] 1o ELBOW AND BIRD HANDLE CAPACITY OF CART WASHER.
/ B PROVIDE. DATA PROVIDE i SCREEN. I PROVIDE PRE-BALANCING AND FINAL BALANCING OF
OUTLET EXTEND STEAM AND | RETURN AR AIR SYSTEMS, INCLUDING ROOMS ADJACENT TO CART
WASH.
, CONDENSATE DOWN - «
o TO SUB-BASM'T T >
A J (5 FLOORS DOWN) (o) R
AND CONKECT TO i
LIGHTS _ MAINS 1~ a
o [ e~ evove ExiSTING PLUMBING NOTES
_EXTEND CONDUIT TO
— 1| EXISTING PANEL, PROVIDE al: DEIONIZATION REMOVE EXISTING A. CONDENSATE PIPING AND SEWER PIPING TO
/ = | 40AMP BREAKER. i SYSTEM AND REPIPE AR COMPRESSOR BE RUN ABOVE PLASTER 2ND FLOOR CEILING. AREA OF
IN NEW_LOCATION. AND TURN OVER TO 2ND FLOOR CONTAINS THE OPERATING WORK
ARl OWNER ROOMS, THEREFORE EXTREME CAUTION MUST
4 CONNECT TO / AR WS ) BE TAKEN INCLUDING AFTER HOURS WORK D’
5 EXISTING CIRCUIT I AND STERILE CLEANING OF THE AREA EACH [
- | FROM RECEPTACLE \:/‘/-ECR)?A\QII%ESQICTR NIGHT. WING

SIZED FOR CART
WASH AND EXISTING
AIR COMPRESSOR
LOAD OF 6 SCFM -—
@80PSI

ELECTRICAL PLAN
PARTIAL THIRD FIOOR

SCALE: 1/4"=1'-0"

MECHANICAL PLAN

PARTIAL THIRD FLOOR
SCALE: 1/4'=1—-0" KEY PLAN

SCALE: NONE

THIRD FLOOR

N

16

one foot

8

4

one—eighth inch

0

Drawing Title Project Title Date -6 UL)
JANUARY 7, 2013 ‘o
VA WESTERN NEW YORK HEALTHCARE SYSTEM CARDIOLOGY MANAGER DATE ENGINEERING MANAGER DATE PARTIAL FLOOR PLANS CART WASH : cg
D# 3495 BAILEY AVENUE AND DETAILS SITE PREP Station No. g .
BUFFALO, NEW YORK 14215 °e0 T o
INFECTION CONTROL DATE CARELINE MANAGER DATE Building Number Checked Drawn 8_§
D# 1 RLR RLR O
MEDICAL CENTER DIRECTOR DATE N2
12—5S29
30% SCHEMATIC 1/7/13 Location A]. O]. {
Revisions Date Architect stamp SAFETY OFFICER DATE || CHIEF OF STAFF DATE || ASSOCIATE MEDICAL CENTER DIRECTOR DATE V.AM.C. BUFFALO, NEW YORK



